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RAW
COLD
WATER

LEGEND

PLUMBING FIXTURES

P-103
P-403
P-404
P-418
P-502
P-528
P-703
P-707
P-708
P-804
P-811
P-813

PROCESS EQUIPMENT

EQ-1
EQ-2
EQ-3
EQ-4a
EQ-4b
EQ-5
EQ-6
EQ-7
EQ-8
EQ-9
EQ-10
EQ-11
EQ-12
EQ-13

KEYED NOTES:

TOILET
LAVATORY
LAVATORY
LAVATORY
MOP BASIN
KITCHEN SINK

SHOWER FITTING
EMERGENCY SHOWER
EMERGENCY EYEWASH

HOSE BIBB
MIXING VALVE

WATER GUN (DECK-MNTD FAUCET)

ENDOSCOPE REPROCESSOR
WASHER DISINFECTOR
ELECTRIC STEAM GENERATOR

AIR GUN

AIR GUN W/ADJACENT VAC OUTLET

HEAT SEALER
ICE MAKER

PREPROCESSING SINK

GAS STERILZER

CART WASHER, MAIN CABIN
CART WASHER, SUPPLY TANK
ULTRASONCI CLEANER
DECONTAMINATION WORK SINK
STEAM STERILIZER

PIPING FOR RO WATER EQUIPMENT IS AS SPECIFIED. PIPING

FUSION JOINTS.

BYPASS
N\ e

LEAVING AND ENTERING SYSTEM SHALL BE SCHEDULE 80
NATURAL POLYPROPYLENE PIPE AND FITTINGS WITH HEAT

PROVIDE A "TOTAL DISSOLVED SOLIDS™ (TDS) MONITORING
AND ALARM SYSTEM WITH LOCAL AND REMOTE AUDIO AND
VISUAL ALARM AND AUXILIARY CONTRACTS FOR MONITORING

BY BUILDING EMS SYSTEM.
AND PROGRAMMING.
DECONTAMINATION AREA.

POINTS PER OWNERS REQUIREMENTS

SYSTEM SHALL BE PROVIDED AS PART OF R.O. SYSTEM IF
MANUFACTURER PROVIDES THIS OPTION.

SAMPLE PORT (TYP.)

PRESSURE GAUGE (TYP.)\

PROVIDE CONNECTION TO EMS 17 ROW < ,I\
PROVIDE REMOTE ALARM IN TO N |
SEE PLANS. PROVIDE ALARM SET CIRCULATING > x < L 8
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1 PROVIDE SHUT-OFF VALVES AT ALL CONNECTIONS TO Ccw COLD WATER
o ows=1 >  WFr=1 > D=1 > { RO-1 > sT-1 > EQUIPMENT. HW  HOT WATER
DUPLEX WATER CARBON FILTRATION DEIONIZED WATER REVERSE OSMOSIS CIBERGLASS o e R s WATER
SOFTENER SYSTEM TANKS FILTRATION SYSTEM HOLDING TANK OWR  REVERSE OSMOSIS WATER RETURN
BY—-PASS WATER SYSTEM DET DETERGENT
WITH THE SAME UNITS PROCESSES AS FULL SCALE
WATER SYSTEM WITHOUT REGENERATION. OFF-SITE PLAN
REGENERATlON/REACTl\/ATlON WHEN DEPLETED.
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